STAIRWAY CONNECTION TO STRUCTURAL STEEL

- Use 4x3x1/4 cont. between stringers with (2) 5/8" x 1 1/2" A325 T.C. bolts (1) bolt within 4" of ea. stringer.

- Conc. fill by others after stair installation.

- Dim pt. 12 1/4 max.

- Nosing edge of slab.

- Stringer 1x1/4x1" (uno)

- Angle to stringer 3/16

- WF beam by others

- Use 3x3x1/4 (ø to 1 1/2" span)
- Use 5x3x3/8 (1 5/8" to 3" span)

See S401 for tread / riser construction.